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Emissions/Efficiency Test Certificate

Appliance: Masport F2000 (Softwood)

Tested Standard: AS/NZ54012:1999 and AS/NZ54013:1999

Test Fuel: Softwood

Configuration Freestanding

Thermal Efficiency: 77%

Emissions Rate: 0.6g/kg, 35.7mg/MJ

Full Report Ref.: 09/1920

This report:

Prepared by: M. J. de Vigne /MHA é%
Approved by: W. S. Webley Z‘///(//’/M/f%ﬂﬁ'
Release Date: 86

Details of Revisions: This report replaces report 09/2020. The mg/MJ emissions rate has been
added. The word Softwood has been added to the appliance name.

This report must not be reproduced except in full. Results are based on material and information supplied
by the client. Applied Research Services Ltd shall not be liable in respect of any loss or damage (including
consequential loss or damage) resuiting from the use of reports prepared by them. Results issued in
electronic form are subject to confirmation by issue of final report.



