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This laboratory is accredited by International Accreditation New Zealand (IANZ). The
tests reported herein have been performed in accordance with the terms of our o @ v
accreditation. This accreditation does not extend to any opinions or any -
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interpretations of test results contained in this report. Iaboratory TEGHNICAL

IANZ has a Mutual Recognition Arrangement (MRA) with the National Association of Testing
Authorities (NATA), Australia, such that both organizations recognize accreditations by IANZ and NATA as being
equivalent. Users of test reports are recommended to accept test reports in the name of either accrediting body.

Emissions/Efficiency Test Certificate

Appliance: Maéport F3300C HW (Hardwood) Freestanding Wood Burning Heater
Tested Standard:  AS/NZS4012:1999 and AS/NZS4013:1999
Test Fuel: Hardwood

Configuration Freestanding

Thermal Efficiency: 62 %

Emissions Rate: 1.2 g/kg, 95 mg/MJ

Full Report Ref.: 1012247
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